
56 

46 CFR Ch. I (10–1–07 Edition) § 95.17–1 

deck forming the hatch opening di-
vided by 22. 

(5) In miscellaneous spaces other 
than cargo or main machinery spaces 
the number of pounds of carbon dioxide 
required shall be equal to the gross vol-
ume of the space divided by 22. 

(6) Branch lines to the various spaces 
other than cargo and similar spaces 
shall be as noted in Table 95.15–90(a)(6). 
This table is based on cylinders having 
discharge outlets and siphon tubes of 3⁄8 
inch diameter. 

TABLE 95.15–90(a)(6) 

Number of cylinders 
Nominal pipe size, inches 

Over Not over 

2 1⁄2—standard. 
2 4 3⁄4—standard. 
4 6 1—extra heavy. 
6 12 11⁄4—extra heavy. 

12 16 11⁄2—extra heavy. 
16 27 2—extra heavy. 
27 39 21⁄2—extra heavy. 
39 60 3—extra heavy. 
60 80 31⁄2—extra heavy. 
80 104 4—extra heavy. 

104 165 5—extra heavy. 

[CGFR 65–50, 30 FR 17001, Dec. 30, 1965, as 
amended by USCG–1999–6216, 64 FR 53226, Oct. 
1, 1999] 

Subpart 95.17—Foam 
Extinguishing Systems, Details 

§ 95.17–1 Application. 
(a) Where a foam extinguishing sys-

tem is installed, the provisions of this 
subpart, with the exception of § 95.17– 
90, shall apply to all installations con-
tracted for on or after November 19, 
1952. Installations contracted for prior 
to November 19, 1952, shall meet the re-
quirements of § 95.17–90. 

§ 95.17–5 Quantity of foam required. 
(a) Area protected. (1) For machinery 

and similar spaces, the system shall be 
so designed and arranged as to spread a 
blanket of foam over the entire tank 
top or bilge of the space protected. The 
arrangement of piping shall be such as 
to give a uniform distribution over the 
entire area protected. 

(2) Where an installation is made to 
protect an oil fired boiler installation 
on a flat which is open to or can drain 
to the lower engineroom or other 
space, both the flat and the lower space 

shall be protected simultaneously. The 
flat shall be fitted with suitable 
coamings on all openings other than 
deck drains to properly restrain the oil 
and foam at that level. Other installa-
tions of a similar nature will be consid-
ered in a like manner. 

(3) Where a system is installed to 
protect a tank, it shall be so designed 
and arranged as to spread a blanket of 
foam over the entire liquid surface of 
the tank within the range of usual 
trim. The arrangement of piping shall 
be such as to give a uniform distribu-
tion over the entire area protected. 

(b) Rate of application. (1) For spaces 
other than tanks, the rate of discharge 
to foam outlets protecting the hazard 
shall be at least as set forth in this 
paragraph. 

(i) For chemical foam systems with 
stored ‘‘A’’ and ‘‘B’’ solutions, a total 
of at least 1.6 gallons per minute of the 
two solutions shall be discharged for 
each 10 square feet of area protected. 

(ii) For other types of foam systems, 
the water rate to the dry powder gen-
erators or air foam production equip-
ment shall be at least 1.6 gallons per 
minute for each 10 square feet of area 
protected. 

(2) For tanks, the rate of discharge to 
foam outlets protecting the hazard 
shall be as set forth in paragraph (b)(1) 
of this section, except that the value of 
1 gallon per minute shall be sub-
stituted in both cases for the value of 
1.6 gallons per minute. 

(c) Supply of foam producing material. 
(1) There shall be provided a quantity 
of foam producing material sufficient 
to operate the equipment at the dis-
charge rate specified in paragraph (b) 
of this section for a period of at least 3 
minutes for spaces other than tanks, 
and for at least 5 minutes for tanks. 

(d) Separate supply of foam agent. A 
separate supply of foam agent need not 
be provided for each space protected. 
The total available supply shall be at 
least sufficient for the space requiring 
the greatest amount. 

(e) Water supply for required pumps. 
Where pumps are required, the water 
supply shall be from outside the space 
protected and shall in no way be de-
pendent upon power from the space 
protected. 
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